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GRADE A HEX \\ —— EXIST. WOOD 4T el
t (4 TOTAL) L ADHESIVE
BOLT @ N _ i STUD WALL co
ENCLOSURE = - - I
PRE-DRILLED ﬁ D —— L T EXISTING INTERIOR
HOLES | 111 5/8" GYP. BOARD | = MASONRY
(4 TOTAL) (TYP) 3/8" DIA. ASTM e WALL
| Y A1 A307 GRADE A -
THRU-BOLT /- DRAWING DEVELOPED FOR ML-3/ML-4 PROJECTS.
_ L (4 TOTAL) — / — T\ 304" FOR ML-1/ML-2, ADDITIONAL REQUIREMENTS AND
48 STANDARD | . 1 . PR 3/8" |.D QA REVIEWS ARE REQUIRED. (REMOVE THIS NOTE
e U " WHEN INSERTED INTO A DRAWING PACKAGE
WOOD SCREW PL. WASHER )
@ STUDS, / | ] B-LINE N224WO
MIN. EMBEDMENT 2" STRUT NUT
4 TOTAL UPDATED TO COMPLY W/ ESM CH. 5
( ) | | |1 (4 TOTAL) ® 1 | 12119117 | UNCLASS REV. 10 & CAD STDS MANUAL REV 5.
: DY CHANGED SHEET # FROM S-5001. BW BW GP GP TO
B-LINE N224WO —— N i = P SO NO| Dpate | CLASS DC DESCRIPTION DWN |DSGN|cHKD| sus | APP
| | ! T T e 1 8 | T~—— GROUTED cMU REV
| | M SOREW ANCHOR, S TR TR PR Sl ENGINEERING STANDARDS
MIN. EMBEDMENT 1 5/8" -~ I. . . T - .
| | ! (4 TOTAL) R TSRS SRR el STRUCTURAL PRAWN | souza
e . B} . T . oL T O N DESIGN
|,\ ! Coll e e e e  SOUZA
% 4 N WALL-MOUNTED EQUIPMENT DETAILS CHECKED
SMALL A.MOSIMANN
- d TA-XX BLDG XXXX | DATE | 06:04-14
FRONT VIEW SECTION FRONT VIEW SECTION SUBMITTED APPROVED FOR RELEASE
DISCIPLINE POC: JWEAMER STANDARDS MANAGER: T.ORUCH
X \WOOD STUD WALL DETAIL X \MASONRY WALL DETAIL /A ) ST 3
W SCALE: 1 1/2" = 1'-0" W SCALE: 1 1/2" = 1'-0" ° ,,LosA,,o,,AAlal mo',!,!os,m Los Alamos, New Mexico 87545 3 4
4" 0 6" 1' 4" 0 6" 1 D.C.: UNCLASSIFIED REVIEWER: E.SEAWALT |DATE: 06-02-14
F-H F--_d PROJECT ID DRAWING NO

11/2'=1-0" 11/2'=1-0" CHAPTER 5 ST-F1033-3 1




	Sheets and Views
	ST-F1033-3-Wall-Mounted-EquipSM-st-f1033-3 wall mtd equip small


